NOTE: ALL FOUNDATIONS, WALKS & STEPS TO BE SET LEVEL AND PLUMB.
PROVIDE COMPACTING OF BACKFILL DURING INSTALLATION.

FOUNDATION DETAIL (NTS)

- 1-3/4" X 1/4" CONC. WALK OR PRECAST CONCRETE
- CONC. WALK SET BENEATH PRECAST CONCRETE STEP.
- CONC. WALK SHALL BE SIZED 1'0" LARGER THAN CONCRETE STEPS,
- FLOOR ENTRANCE PRECAST CONCRETE STEP (SIDE VIEW-NTS)

FLOOR PLAN/GROUNDING DETAILS

1. FBI 2" NMC SERVICE CONDUIT & 2" NMC CAPPED STUB-OUT TO MH
2. EXOTHERMICALLY WELD CONDUCTORS TO GROUND ROD
3. CONNECT EACH END 1/2 NO. 0 BARE WIRE TO SINGLE POINT BUS BAR INSIDE SHELTER

PROPOSED 12' X 18' TMS SHELTER DETAIL SHEET 3